1. In unsealed areas, a courtesy apron shall be provided, consisting of 80 mm thick concrete, extending 200 mm around the footing, except in front of the door where the apron shall be 600 mm wide.

2. Strength of concrete shall be 25 MPa at 28 days.

3. Threaded portion of rag bolts to be coated with graphite grease or similar and protected from damage during assembly.

**Conduit Specification**

E/100 = Electrical (Orange) Heavy Duty Conduit 100 dia.
E/50 = Electrical (Orange) Heavy Duty Conduit 50 dia.
C/100 = Communication (White) Heavy Duty Conduit 100 dia.